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SECTION A—A

1. CASTING SPECIFICATIONS: ASTM A—48 WITH A MINIMUM TENSILE STRENGTH OF 25 KSI (CLASS 25)
2. ALL CASTINGS TO BE DIPPED IN ASPHALT BASE PAINT (OR APPROVED EQUAL)

3. CASTINGS SHALL BE AS SPECIFIED BELOW OR APPROVED EQUAL:

MANUFACTURERS CAT. #
NEENAH R—1706
CASTINGS, INC. MH—-400-24 C.I.

HUTCHINSON FDRY. & STL. INC.  MH—400

4. ALL NEW MANHOLES MUST INCLUDE A PLASTIC OR VINYL TAG ATTACHED TO THE TOP STEP STATING
THE FOLLOWING "CAUTION CONFINED SPACE; ENTRY PERMIT REQUIRED.
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